VARIES 5-0" . 3=0"
TO P
) ) PAINTED
18” SQ. X 6" THICK YELLOW
CONCRETE COLLAR
WHEN NOT IN ASPHALT

NOTE:

ALL FITTINGS TO BE
MECHANICAL JOINT AND
RODDED FOR PROPER
RESTRAINT

4'—6" MIN.

3—PIECE VALVE BOX

WITH 5 1/4" BARREL
AND WIDE OVAL BASE,
TYLER 6860 SERIES
OR EQUAL

MAIN SIZE X 6" TEE » .
. 6" — 90" BEND
/ROTATED 45" DOWNWARD WITH THRUST

2” NUT ADAPTER BLOCK

6" GATE VALVE ——

6" — 45 BEND/
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